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SAYR Ventilation 

 

Filter light reset. 

 

 

On the top left of the panel ‘touch’ the word SAYR.  Then: 

Touch the settings button, bottom right, 3 times. 

Scroll through different menus by touching the middle button on the bottom of the screen. 

When reaching the ‘Filter’ screen, there will be up and down arrows on either side of a number, the 

number will be anything between 650 and 999. Using the down arrow, reduce this number in blocks of 

50 until ‘0’ is reached. 

Then hold the middle button for 3 seconds, you will hear a beep. This returns you to the main screen. 

The filter alarm has been reset. 

 

Important: Do not change any other settings in the settings menu. These have been set by the installers 

and any changes may adversely affect the performance of the system. 

 

 

 


